


 

 
   

 
     
   

   

 
 

       

   
   

 

   
 

   
     

 
 

   
       

 

 

   

   
 

 

   

 

 
 

 
 

 
 

 

   

   
 

   
 

 

     
 

   
   

     
   

   

 

   

Figure 1	 considers roof surface reflect ance 
and moisture absorption proper­
ties of the roof insulation and 
deck. To use this web­based cal­
culation procedure, go to 
www.ornl.gov/roofs+walls/ and 
click “interactive calculators,” 
then click “moisture control in 
low­slope roofing.” For further 
information on this procedure, 
see Reference 3. 

Thermal mass:  Thermal 
mass can be provided by a heavy 
roof covering, such as aggregate 
or paver ballast or concrete tiles, 
or by a concrete roof deck. With 
a heavy roof covering, heat ener­
gy is stored in the ballast or tiles. 
Late in the afternoon, the mas­
sive covering becomes sufficient­
ly warm to transfer heat to the 
remainder of the roof system. 
Cooler late afternoon or evening 
ambient temperature cools the 
covering so that not all of the 
stored heat is transferred to the 
building’s interior. A concrete 
deck behaves similarly. How ever, 

Reference 2 provides information on board joint calculations. 
Thermal drift (aging): HCFC­blown plastic foam insu­

lations (polyisocyanurate and extruded expanded polystyrene) 
lose R­value over time, as air diffuses into the foam’s cells and 
the blowing agent diffuses out. The R­value that polyisocyanu­
rate insulation offers over the life of the roof is substantially 
below the value typically advertised. The advertised value is usu­
ally based on testing after six months of exposure to prescribed 
conditions. Reported R­values are often in excess of 7 for a one­
inch product, whereas NRCA recommends using an aged R­
value of 5.6 per inch thickness. The manufacturers have 
devel oped new techniques for assessing in­service R­value, but, 
unfortunately, they have not implemented the new method. 
Designers should use an in­service R­value rather than the 
6­month value. 

After selecting the desired R­value for the insulation system 
and the system configuration (i.e., the number of layers and the 
type and thickness of insulation in each layer), it is necessary to 
consider whether or not a vapor retarder is needed. The NRCA 
Roofing and Waterproofing Manual provides information on moisture 
flow, vapor retarders, and calculation of the dew point tempera­
ture. With RoofWise it is quick and easy to calculate the dew 
point temperature and to confirm that the retarder is properly 
located.  The last edition of the Manual provided a new method­
ology to assess the need for a retarder in high humidity buildings 
in warm climates. 

The most recent and sophisticated method for determining 
the need for a vapor retarder has been developed by the Oak 
Ridge National Laboratory (ORNL). In addition to considering 
interior humidity and temperature and outdoor temperature, it 

if the building is occupied in the 
evening, caution is urged. The hot slab acts as a radiant heater, 
which can make conditions quite uncomfortable. To avoid this 
problem, thermal insulation can be provided below the slab, or a 
substantial amount of insulation can be provided above the slab. 
In warm climates where heating is not an issue, a highly reflec­
tive membrane directly over the slab (i.e., no insulation), can be 
a very efficient system. The reflective membrane minimizes the 
amount of heat energy transferred to the deck (as discussed in 
the following section), and the mass of the slab retards heat flow 
into the building until the cooler hours of the day. 
Unfortunately, there are no quantitative design guides available 
to designers who desire to incorporate thermal mass design 
strategies. 

Reflectivity 
Reflectivity refers to the ability of the roof’s surface to reflect 

solar energy. The greater the reflectivity, the cooler the roof sur­
face, which results in lower air­conditioning demand. To under­
stand the importance of a roof surface’s reflective properties, one 
must first understand the spectrum of solar radiance. In general, 
the spectrum of solar radiance ranges in wavelength from 0.3 to 
2.5 micrometers. As Figure 1 shows, approximately 46 percent of 
the spectrum of solar radiance is visible light. The remaining 
portion of the spectrum is non­visible with approximately 49 
percent in the near infrared and five percent in the ultraviolet 
(UV) portions. 

Reflectivity, or albedo, is a measure of the amount of solar 
energy reflected away from a surface. Typically, reflectivity has a 
major impact on solar energy in the visible range and has a less 
significant impact on energy in the UV or near infrared range. 
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 Reflectivity is usually presented as a Figure 2 
ratio or percentage. For example, a 
highly reflective roof product might 
have an initial albedo of 0.85, which 
means 85 percent of the solar energy 
is reflected. 

A reflective roof surface can help 
reduce the amount of building heat 
gain in two ways. First, by reducing 
the temperature of the roof surface, 
the amount of heat that passes 
through the roof assembly into the air­
conditioned interior is reduced. 
Reducing the amount of heat that 
enters via the roof reduces the amount 
of energy required to cool the interior. 

Second, by reducing the tempera­
ture above the roof surface, the HVAC 
units can draw cooler intake air (also 
known as “make­up air”). Since many 
air intakes are positioned near the roof 
surface, reducing the make­up air tem­
perature can improve system efficiency 
significantly, particularly in light of 
ASHRAE increasing the standard for 
the amount of fresh air intake per 
minute per person (ASHRAE Standard 
62­1999). It is worth noting that 
HVAC make­up air circumvents the
 
roof system’s insulation, regardless of how well the roof is insu­

lated. Warmer make­up air impacts the efficiency of the HVAC
 
system, which adds to the amount of energy required to main­

tain interior comfort. Reducing the temperature above the roof
 
surface can lower the temperature of the HVAC make­up air,
 
improve the cooling efficiency of the units, and lead to downsiz­

ing the HVAC equipment for optimum efficiency and perfor­

mance. 


Understanding the influence of reflective roofs on the cost of 
energy requires a look at how a typical commercial energy bill is 
determined. Although utilities may vary the factors used to cal­
culate commercial energy costs, there are three basic compo­
nents that are important to understand. The three components 
of direct energy costs include the monthly fee, energy charges, 
and demand charges (or ratchets). The monthly fee is usually a 
fixed dollar amount that is charged to the customer. Energy 
charges refer to the amount of energy used as expressed in kilo­
watt­hours (kWh). Energy charges are determined by multiply­
ing the amount of energy used (kWh) by the rate, or the price 
per kWh. Rates vary among utilities and some utilities use a 
multi­tiered rate schedule. For example, the Texas Utilities 
Electric Company charges $0.0621 for the first 2,500 kWh and 
$0.0320 for all additional kWh used. 

Demand charges (or ratchets) are not based on the amount 
of energy used, but are based on ”peak” and “non­peak” demand 
expressed in terms of kilowatts (kW). (See Figure 2). Demand 
charges are determined using the on­peak demand and the cur­
rent month’s peak demand. Typically, on­peak demand is deter­
mined by a facility’s peak demand during the months of June 
through September. What is equally important to understand is 

that when the peak demand at any given time exceeds the on­
peak demand level, the utility will re­set the on­peak level for 
the next year based on the highest peak demand recorded. For 
example, a facility might have a current “on­peak” demand level 
set at 50 kW. However, if during the months of June through 
September, the facility’s peak demand achieves a high of 65 kW, 
then the new on­peak demand level for the next year will be set 
at 65 kW. As this example illustrates, reducing peak demand (or 
not exceeding the on­peak demand level) can have a significant 
impact on the end user’s energy costs. 

Minimizing peak loads can have an impact on annual utility 
costs in northern parts of the country as well.  Cities such as 
Chicago and Minneapolis experience heat events that frequently 
result in buildings establishing new on­peak demand levels. 
While the number of cooling degree days in the northern parts 
of the U.S. are fewer than in the southern regions, avoiding peak 
loading can prevent higher utility costs, brown outs, and loss in 
productivity in many parts of the country. In addition, facilities 
typically cool with electricity and heat with an alternative fuel. 
The price for electricity can significantly exceed the price for 
the heating fuel. Considering these basic concepts is important 
when trying to understand how a reflective roof system can pro­
vide additional performance—such as lowering a client’s energy 
bills —beyond the traditional roof performance criteria. 

Isolating the benefits of a reflective roof surface can be fairly 
complicated and challenging —though not impossible. Refer­
ence 4 discusses the factors affecting the energy savings available 
from changing roof reflectivity. In fact, a number of manufactur­
ers and researchers either currently have or are developing soft­
ware that can isolate and estimate the impact of a reflective roof 
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CHARACTERISTICS 

Energy efficiency 
Initial solar reflectance. 
Maintenance of solar 
reflectance. 

Reliability 
Manufacturer’s warranty for 
defects in materials and 
manufacturing. 

LOW­SLOPE ROOFS* 
(Surfaces with a slope of 2:12 

inches or less.) 

Greater than or equal to 0.65. 
Greater than or equal to 0.50 
three years after installation 
under normal conditions 

Each company’s warranty for 
reflective roof products or 
roof coatings must be equal in 
all mat erial respects to the 
product warranty offered by 
the same company for compa­
rable non­reflective roof prod­
ucts and coatings. A company 
that sells only reflective roof 
products must offer a warran­
ty that is equal in all material 
respects to the standard 
industry warranty for compa­
rable non­reflective roof pro ­
ducts. 

STEEP­SLOPE ROOFS* 
(Surfaces with a slope greater 

than 2:12 inches.) 

Greater than or equal to 0.25. 
Greater than or equal to 0.15 
three years after installation 
under normal conditions 

Each company’s roof mem­
brane product warranty for 
reflective roof membrane 
products must be equal in all 
material respects to the pro ­
duct warranty offered by the 
same company for comparable 
non­reflective roof membrane 
products. A company that 
sells only reflective roof pro ­
ducts must offer a warranty 
that is equal in all material 
respects to the standard 
industry warranty for compa­
rable non­reflective roof pro ­
ducts. 

To date, Program Partners have self­certified and submitted over 50 qualifying 
roofing products meeting these qualifications. These products include single­ply 
membranes, roof coatings, and metal roofing products. A number of case histories 
demonstrating the benefits of reflective roof products are available while others are in 
development. In addition to staffing booths at a number of roofing trade events 
(including RCI in 1999 and 2000), the Energy Star® Program has communicated its 
message at an RCI Region 1 event (Dec. 3, 1999) and at RCI’s Reno, NV, convention 
in March 2000. For more information about the Energy Star® Roof Products Program, 
visit the program’s web site at http://www.epa.gov/appdstar/roofing. A paper on the 
Energy Star® program occurs in the Proceedings of the North American Conference on Roofing 
Technology (1999). 

*For roof products that can be applied to either low­slope to steep­slope roofs, manufacturers should quali­
fy their products based on the low­slope values. 

The United States Environmental Protection Agency (US EPA) and the 
Department of Energy (US DoE) are drawing attention to the benefits of reflective 
roofing products through the Energy Star® Roof Products Program. The Energy Star 
Roof Products Program has been in existence since February of 1999 and works to 
educate roofing professionals and the general public about the benefits of reflective 
roofing. Manufacturers of roofing products voluntarily join the Program by signing a 
Memorandum of Understanding (MOU). Manufacturers that join the Program either 
have or will have products that qualify according to the criteria listed below. Joining 
the Program does not mean that all of a manufacturer’s product line qualifies as 
Energy Star®. After signing the MOU, manufacturers can use the Energy Star® Logo 
to identify qualifying products only.  Manufacturers self certify their qualifying roof 
surfacing products based on minimum values for initial solar reflectance and 
reflectance after three years of in­field weathering. The solar reflectance qualifica­
tions are as follows: 

THE ENERGY STAR® ROOF PRODUCTS PROGRAM 

on the energy consumption of a build­
ing. A number of these models rely on 
DOE2 as the basis for analysis, while 
others incorporate ASHRAE research, 
such as the ASHRAE “clear day method” 
and its subsequent modifications, which 
account for elevation and the differences 
in the incident angle of light during the 
summer and winter months. Later this 
year, the ORNL web site previously 
mentioned will have a new calculator for 
determining the economic benefit of 
reflective roof surfaces. 

Reference 5 provides an interesting 
comparison of a house sited in Alabama, 
Arizona, Florida, North Dakota, and 
Maine. Estimated annual energy costs 
were calculated using reflectance values 
ranging from 0.1 to 0.8, and roof insula­
tion values ranging from uninsulated to 
R­38. Even in the northern states, 
increased roof reflectivity resulted in 
reduced annual and peak cooling loads. 

Reflective roofs provide other bene­
fits in addition to energy conservation. 
They minimize membrane heat aging 
and thermal shock. Some reflective sur­
facings also reduce UV degradation. 
Minimizing these destructive factors can 
extend the service life of the roof. 

Heat islands: Increased roof 
reflectivity is one of a number of strate­
gies that help mitigate the urban heat 
island effect, which has a community­
wide impact on overall energy use, air 
quality, and human health. Urban heat 
islands occur in areas characterized by 
non­reflective roof and ground surfacing 
materials and a lack of shade trees. 
Urban heat islands can be up to ten 
degrees F. warmer than the surrounding 
areas (Figures 3 and 4).  Urban heat 
islands contribute to increased levels of 
air pollution (e.g., NOx, SOx, and 
ground level ozone) and increased cool­
ing demand. While extrapolating the 
benefits of reflective roofing to the com­
munity level is beyond the scope of this 
article, stakeholders at the national, 
state, and local levels are continuing to 
research and model urban heat islands 
and various mitigation strategies. For 
utilities, reducing the overall solar load at 
the community level could have a posi­
tive impact on the entire electrical distri­
bution system. Consultants and 
con trac tors can enhance their services by 
understanding the issues pertaining to 
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Figure 3 

urban heat islands and learning more about the Energy Star® 

Roof Products Program (see sidebar, page 22). For further infor­
mation about heat islands, visit the Lawrence Berkeley National 
Laboratory web site at http://eetd.lbl.gov/heatisland, or refer to 
Reference 6. 

Other factors affecting the solar reflectance of roof surfacing 
materials include environmental considerations such as industrial 
pollutants, dirt, and biological growths such as algae. Typically, 
the initial solar reflectance will decrease the most during the first 
year, but after three years the reflectance value remains relatively 
constant. Therefore, while initial solar reflectance is important, 
maintaining solar reflectance in order to optimize energy savings 
can be both a challenge and an opportunity. As a challenge, 
many building owners still approach the roof from the perspec­
tive of ”out of sight, out of mind.” As an opportunity, promoting 
best maintenance practices and implementing a periodic cleaning 
schedule create a proactive strategy to inspect the roof and iden­
tify problems in advance of an emergency situation. Depending 
on the roofing product installed, slope, and other factors, some 
reflective products outperform others with respect to dirt adhe­
sion on the surface. 

Reroofing 
Reroofing often provides an opportunity to substantially 

decrease the building owner’s expenditures on energy costs. In 
addition to increasing the amount of thermal insulation and 

specifying a reflective surface (where appropriate), consideration 
should be given to HVAC equipment upgrades. For those build­
ings with inefficient roof systems, upgrading to a highly efficient 
system will create less demand on the HVAC equipment. By 
replacing the equipment with units that are sized to suit the new 
demand, significant operational cost savings can be achieved. 
Replacing HVAC equipment is particularly attractive when the 
equipment is nearing the end of its useful life. By replacing the 
equipment at the time the building is reroofed, not only does the 
owner receive reduced operational costs, but the roof is not vul­
nerable to damage a few years later when the old equipment 
would have otherwise been replaced. 

A reroofing project that enhances both the efficiency of the 
roof system and the HVAC equipment can result in substantial 
cost savings to the owner. 

Maintenance 
Significant energy savings can be achieved on many poorly 

insulated buildings by the addition of a highly reflective roof 
coating. Also, those buildings that are not air­conditioned can be 
made more comfortable with a coating. Case studies have docu­
mented that energy savings have greatly exceeded the cost of 
coating a lightly insulated roof. 

For roofs that have reflective roof surfaces, periodic cleaning 
of the roof surface may or may not be cost effective. Because the 
roofing industry has limited experience with roof cleaning, a 
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careful evaluation should be performed to determine if cleaning 
is cost effective. Also, the cleaning method should be evaluated 
to ensure that the cleaning is not detrimental to the roof. 

Code 
When designing new or reroofing projects, it is important to 

determine if there are energy efficiency requirements in the local 
building code or other regulations.  For example, Chapter 13 of 
the new International Building Code requires buildings to be 
designed in accordance with the International Energy Conser ­
vation Code, and the Georgia State Energy Code includes 
reflectivity requirements. 

Summary 
Designers who consider and advocate energy efficient design 

provide value­added service to their clients. Building owners who 
are willing to pay for enhanced energy efficiency will undoubt­
edly experience a good return on their investment via decreased 
expenditures for energy consumption and greater occupant com­
fort. Although the high energy prices of this year are expected 
to decline, there is nothing to suggest that inexpensive energy is 
in our future. Designers can also have an impact on the environ­
mental quality of urban areas. Although specifying a highly 
reflective roof on a single building has negligible environmental 
influence, with concerted effort, within a few years most urban 
roofs can be transformed from heat absorbers to heat reflectors. 
This transformation will have a significant positive influence on 
our urban environments. 

Anthropologist Margaret Mead said, “Never doubt that a 
small group of thoughtful, committed citizens can change the 
world. Indeed, it’s the only thing that ever has.” Energy efficient 
design moved forward after the 1973 Energy Crisis. It is time to 
move it further, particularly with the increased availability of 
highly reflective roofing products and the new findings pertain­
ing to heat islands. ■ 
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COMPONENT OF BILL COST % OF TOTAL BILL 

Customer Fee $15.00 2 % 
Energy Used 

2,500 kWh x $0.0621 $155.25 18 % 
11,500 kWh x $0.0320 $368.00 42 % 

Demand Charge2 

Demand in excess of 10 kW 
(53.75 kW ­ 10 kW) x $7.63 $338.81 38 % 

TOTAL $872.06 100% 

1 This example is based on the Texas Utilities Electric Company fee schedule and was provided courtesy of Elastomeric Roofing Systems Incorporated (ER 
Systems, Inc.). Please note that rates may change or vary depending on usage.  Example is for illustrative purposes only. 

2In this example the demand charge of 53.75 kW is calculated by adding to the current on­peak level 25 percent of the difference between the current on­peak 
level and the new peak achieved during the month.  Specifically, this example assumes a current on­peak level of 50 kW and a new peak event at 65 kW. 
Thus, 53.75 kW = 0.25 x (65 kW ­ 50 kW) + 50 kW. 

In this example, the demand charge accounts for 38 percent of the total energy bill.  Even more important, the new on­
peak demand is raised from 50 kW to 65 kW, a difference of 15 kW.  At $7.63 per kW (and assuming that for the next 12 
months the facility does not achieve a new peak load in excess of the newly­set, on­peak level of 65 kW), the additional 15 
kW of on­peak demand can increase the end user’s bill by $114.45 per month (15 kW x $7.63 = $114.45). Interestingly, it is 
not uncommon for demand charges to account for up to 50 percent of the total energy bill. Reducing the amount of energy 
used as well as lowering the peak load are two important factors when considering the energy impacts associated with specify­
ing a reflective roof product. 

SAMPLE ENERGY BILL CALCULATION 
Commercial energy bills are typically comprised of three components: a customer fee, energy used, and demand charge. 

Following is an illustration of how an energy bill is calculated for a facility that consumes 14,000 kWh in a given month.1 This 
example assumes that the basic customer fee is $15.00, the price for energy up to 2,500 kWh is $0.0621 per kWh, and the 
price for energy over 2,500 kWh is $0.0320 per kWh. The other assumptions are that the current on­peak demand level is set 
at 50 kW and that during the month the facility reaches a new peak of 65 kW. (See Figure 2). 
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